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SOLAR COLLECTORS MOUNTED TO ROOF PER
LOCAL CODE AND MANUFACTURER
RECOMMENDED INSTALLATION INSTRUCTIONS

SOLAR COLLECTORS CONNECTED TO
CODE APPROVED DOMESTIC HOT WATER
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ADJUSTABLE NICKEL BRONZE
STRAINER WITH 4" [100mm]
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COMPOSITION FLOORING

COPPER

FLASHING, MIN. 24” [600mm]
SQUARE 2 1/2 LB. [1.1kg] TO 4 LB.
[1.8kg] LEAD OR 16 OZ. [0.45kq]
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NICKEL BRONZE FLASHING
STRAINER

SOLAR CLOSED LOOP INDIRECT HEATING SYSTEM
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COPPER

VINYL FLOORING FLASHING, MIN. 24” [600mm]
SQUARE 2 1/2 LB. [1.1kg] TO 4 LB.
FLASHING [1.8kg] LEAD OR 16 0Z. [453q]
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PROVIDE FLASHING WHEN DRAIN IS INSTALLED IN A NON MEMBRANE FLOOR
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NON-MEMBRANE FLOOR
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A REDUCED PRINT; SCALE ACCORDINGLY
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